
BUSHMAN DREYFUS ARCHITECTS PLC

M.METROS BUILDERS, INC.
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A NEW HOUSE FOR EDEN AND PAUL DEDRICK

4300 REITER ROAD

EAST AURORA, NY  14052
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WALL SECTIONS
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DRAWING UPDATE
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TRENCH DRAIN W/ ALUM. GRATE;
SET FLUSH W/ CONC. TERRACE

5" THK. CONC. SLAB W/ SNOWMELT

5" THK. NO. 57 STONE

LAWN

DRIP LINE @ ROOF REINF. PER STRUCT. DRAWINGS

CMU

HIGH DENSITY INSUL. BOARD

THERMAL SHIM STRIPS;
PER PETERSON WINDOW CORP.

STL. ANGLE PER DETAIL 3/S08
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TYPICAL GLASS DOOR SILL

1 1/2'' = 1'-0''
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A 40
Thursday  04.27.06  11:04am

TYPICAL CONCRETE TERRACE DETAIL
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SECTION THROUGH CLERESTORY WINDOWS
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SECTION THROUGH EXTERIOR WALL
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STL. COLUMN BEYOND 
CLAD IN ALUM. TO MATCH 

DOORS WINDOWS

STL. COLUMN BEYOND 
ALUM. DOORS & WINDOW SYSTEM

ALUM. DOORS & WINDOW SYSTEM
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CLERESTORY WINDOW

STUCCO VENEER AND 
BASE COAT DESIGNED 
FOR USE OVER RIGID 
INSULATION; TYP. EAVES 
AND FASCIA

1" METAL DRIP EDGE FORMED ON SITE BY G.C.;
SEE DETAIL (        )

STUCCO VENEER AND BASE COAT DESIGNED FOR USE OVER 
RIGID INSULATION; TYP. EAVES AND FASCIA

DOUBLE LVL STRUCTURAL RIM BOARDS

1" THK. RIGID INSULATION

1" RIGID INSULATION

1 1/2" VENTILATION SPACE

ALUM. COL. BEYOND TIGHT TO WINDOWS

MAINTAIN 1/4" MIN. AIRSPACE

PAINT GYPBD. BLACK 
(TYP. ALL VENT SLOTS)

FLASHING DETAIL T.B.D. 

SPRAY-ON
URETHANE FOAM
INSULATION 6" THICK

VAPOR BARRIER

1/2" GYPBD.; UNFINISHED

INSECT SCREEN

RETURN AIR PLENUM

TJI BLOCKING
SKYLIGHT BY PETERSON WINDOW; 
SHOP DRAWINGS REQU'D.  (TYP.)

GRAVEL STOP 

FLASHING
3/4" PLYWOOD ROOF DECK

SLOPE MTL. FLASHING 1/4" PER FOOT

BALLAST

CAP DETAIL TO BE COORDINATED 
WITH CONTRACTOR (TYP.)

CAP DETAIL TO BE COORDINATED 
WITH CONTRACTOR (TYP.)

JOIST BRG.

CEILING

TOP OF TJI

TOP OF AAC

STL. BRG.

CEILING

JOIST BRG.

TOP OF TJI

SLOPE 1/4" PER FOOT

ALIGN

CEILING

T.O. JOIST

CEILING

TYPICAL GLASS DOOR HEAD

1 1/2'' = 1'-0''
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TYPICAL ROOF OVERHANG

1 1/2'' = 1'-0''
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SECTION THROUGH CLERESTORY WINDOWS
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SECTION THROUGH GARAGE WALL @ SKYLIGHT
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SECTION THROUGH EXTERIOR WALL

1 1/2'' = 1'-0''
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+8'-51/4"

+9'-53/4"

+10'-91/4"

STL. TRUSS; WINDOWS INSERTED INTO TRUSS;
INSULATE STL. MEMBERS AS BEST AS POSSIBLE

LIGHT FIXTURE

3/4" PLYWOOD ROOF SHEATHING

SLOPED RIGID INSULATION

STUCCO

2X4

TJI ROOF FRAMING PER STRUCTURAL DWGS.

ROOFING MEMBRANE BALLAST

SPRAY-ON URETHANE FOAM INSUL.; 
PAINT BLACK

VENTILATION OPENING

SUSPENDED
PLASTER CEILING

ALUM. CAP TO MATCH
DOORS & WINDOWS

AIR SLOT (NO GRILLE)

LIGHT FIXTURE; SEE ELECTRICAL

GRAVEL STOP; SLOTTED TO PERMIT DRAINAGE


